Abstract-PI controller tuning with the as sumption of linear PWM model leads to unsatisfactory results under varying operating conditions. Optimal tuning of PI gains is required to get the best response of PI controllers. Th is paper presents a new method for harmonic suppression using particle swarm optimization (PSO) based PI controller (PSOPI) to estimate an efficient shunt active power filter (SAPF). The proposed filter is tested on a 13 bus industrial distribution system. The study system with the 18 study cases are simu lated through MATLAB Simu link with different loading condition and single and multi harmonic sources. The results of applying the PIPSO controller are co mpared with those out of a double proportional controller (DPC). The obtained results ensure the effectiveness of the proposed filter and its superiority in reducing harmonics.
I. Introduction
The evolution of the semiconductor switches technology; power electronics, converters, measurement strategies and control have been allowing a broader of the active power filter. One of the cornerstones of the active filter is its control scheme strategy that is implemented in the active filter controller.
There are myriad techniques for the control of the APF inverter. One of these techniques is the multi-loop feedback control, which was orig inally used in the single-phase uninterruptible power supply (UPS) application [1] .
The reference signal of the mult i-loop feedback control method could be any type of electric quantity such as voltage, current or power. The useful informat ion carried by the signal is its wave shape rather than the place where it co mes fro m. Considerable efforts have been done in recent years to estimate the harmonic components [2] [3] [4] .
Reference [2] proposes the use of four adaptive linear neurons (ADALINEs) networks for online extraction of the direct, inverse, and ho mopolar voltage co mponents fro m a co mposite voltage. This neural network approach is based on a new voltage decomposition technique of unbalanced thre hase e-psystems.
An algorithm for harmonic estimation is presented in [3] . It utilizes a particle swarm optimizer with passive congregation (PSOPC) to estimate the harmonic components. Alongside a least-square (LS) method is used to estimate the amp litudes of these components. The PSOPC and LS method are executed alternately to minimize the error between the original signal and the signal reconstructed from the estimated parameters during the estimation process.
A neural network for ext racting voltage and current waveforms is presented in [4] . It consists of an input layer with 32 nodes (32 samp les), t wo h idden layers, and one-node output (1 sample) layer. The sampling rate is 960 HZ.
The ANN performs a samp le by samp le investigation of the input samples, the oldest sample is omitted and all remaining samples are d isplaced once to the neighbor position leaving an empty position to the new sample.
Artificial intelligence is one of the key areas to solve harmonic co mpensation in d istribution system and make control more robust for transient conditions [5] [6] [7] [8] .
A fuzzy logic controlled shunt Active Power Filter (APF) for the elimination of current harmonics and reactive power co mpensation of nonlinear load is presented in [5] . The control scheme is based on indirect current control scheme in which only source
The application of a novel neuro-fuzzy based control strategy which is used in order to improve the APF dynamics for wide range of variat ions of load current under various conditions is described in [6] . To improve dynamic behavior o f a shunt active power filter and its robustness under range of load variations, instantaneous p-q theory is used with the inclusion of neural network filter for reference current generation and fuzzy logic controller for DC voltage control..
The imp lementation of
Bacterial fo raging optimization (BFO) to optimize the proportionalintegral (PI) APF performance for load compensation under distorted supply voltage condition and sudden load fluctuation is proposed in [7] .
Reference [8] uses the double proportional feedback control loop APF for uninterruptible power supply (UPS) application. The controller used as a single phase filter for a dedicated harmonic load and with a fixed voltage source.
A developed APF controller scheme based on a double proportional controller (DPC) feedback gains and a single-phase voltage-source half-wave b ridge inverter is presented in [9] . In the outer loop, the generated current signal is fed back and compared with its reference. The resulting error signal is mu ltip lied by the first proportional controller gain, and the output is added to the error signal obtained from co mparing the inductor feedback voltage with its reference.
The resulting signal is mult iplied by the second proportional controller gain in the inner control loop and the output is compared with a fixed switching frequency triangular waveform, which will be passed to the gate drive circuit. The proposed scheme is tested on a 13 bus industrial distribution system.
In this paper, a modificat ion for the control circuit design of the APF proposed by [9] for co mpensation scheme is p resented in this paper. Th is modification is summarized simply by removing the two proportional controllers fro m the inner and outer control loops for the voltage and current signals simultaneously and replaced by the PI controller in the inner loop. The feedback signals in this paper are the per-unit values of the voltage and current. The PI gains are estimated using particle swarm optimization (PSO) technique.
The scheme is applied on a 3-phase 13 bus industrial balanced distribution system. The measured voltage total harmonic distortion (THDv%) and current total harmonic distortion (THDi%) results are co mpared with those out of the DPC of [8] . The comparison shows the superiority o f the proposed PSOPI controller over the DPC for compensating most of voltage and current harmonics at the chosen point of common coupling (PCC). This paper is organized as follows: section II describes the proposed APF controller scheme, wh ile section III shows the APF block diagram including the PSOPI controller. In section IV, the component of system under study will be illustrated. Section V shows the parameters of the filter and the 18 study cases that will be applied on the study system to evaluate its performance.
Sections VI & VII will v iew the simu lation results and analysis of the results respectively. Finally, conclusions out of the results will be shown in section VIII.
II. Proposed APF Scheme
The proposed topology of the active filter is consists of a single-phase voltage-source half-wave bridge inverter, a second-order low-pass filter with an inner inductor voltage feedback loop and an outer current feedback loop fo r current compensation as shown in Figure ( In the outer loop, the generated current signal is fed back and divided by the fundamental current, then compared with its reference. The resulting error signal is added to the error signal obtained fro m co mparing the inductor feedback voltage divided by its fundamental voltage with its reference.
The resulting signal is then processed by the PI controller, which obtained its gains by the PSO in the inner loop, and the output is compared with a fixed switching frequency triangular waveform, wh ich will be passed to the gate drive circuit.
The gate drive circuit for current compensation will produce an optimu m switched control signals for the Pulse Width Modulated (PWM) Voltage Source Inverter (VSI) of a nu mber of CSC modules as shown in Fig. 1 .
The neural network extracting units used in this study was developed and tested and its accuracy was assured in a previous work of the authors [4] .
III. PSO-Based PI Active Power Filter
Particle Swarm Optimizat ion (PSO) [10] has been an increasingly hot topic in the area of computational intelligence. PSO is yet another optimizat ion algorithm that falls under the soft computing umbrella that covers genetic and evolutionary computing algorith ms as well. As such, it lends itself as being applicable to a wide variety of optimizat ion problems. One application that PSO has had tremendous success is in the train ing of Artificial Neural Networks (ANN), a fellow soft computing technique.
Particle Swarm Optimization Technique
Kennedy and Eberhart [11] introduce the PSO concept. PSO is basically developed through simulation of bird flocking in two-dimension space. The position of each particle is represented by XY axis position and the velocity is expressed by v x and v y (the particle velocities in the x direction and y direction respectively). Modification of the agent position is realized by the position and velocity information. This modification can be represented by the concept of velocity. Velocity of each agent can be modified by the following equations: 
All velocities and positions are represented by vectors in an n dimensional space (number of space dimensions are the number of parameters to be optimized which are the three for the PID gains). (2) is as follow:
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Objective Function
To increase the system damping, the eigenvaluebased objective function is considered as follows:
where Real (λ i ) is the real part of the i th electro mechanical mode eigenvalue of the A matrix. In the optimizat ion process, it is aimed to minimize J in order to shift the poorly damped eigenvalues to the left in s-plane.
The proposed approach employs PSO to solve this optimization problem and search for an optimal set of PI gains. MATLA B files for the PSO have been developed in [12] . It is modified and employed to get the optimal values of the PI gains. In addit ion to the main PSO program, additional programs are designed to get the state-space representation of the system.
IV. Study System
The proposed scheme is applied on a mediu m-sized 13 bus Balanced Industrial Distribution test system of an industrial plant [13] . A single-line diagram of this system is shown in Fig. 3 . The plant is fed fro m a utility supply at 69 kV at bus B100 and the local plant distribution system operates at 13.8 kV. Due to the balanced nature of this system, only positive sequence data is provided. The assumptions used to conduct a harmonic analysis of the example industrial system include the following [14] :  System equivalent impedance is determined fro m the fault M VA and X/ R ratio at the utility connection point. These values are 1000M VA and 22.2 p.u. respectively.
 The local generator is represented as a simple Thevenin equivalent. The internal voltage, determined fro m the converged power flow solution, is 13.98-1.52º kV. The equivalent impedance is the sub-transient impedance, which is (0.0366 + j1.3651)Ω.
 The plant power factor correction capacitors are rated at 6000 kVAr. As is typically done, leakage and series resistance of the bank are neglected in this study.
 All loads are modeled as series RL circuits. This approach is taken instead of parallel RL modeling to get more accurate representation of induction motors without extremely detailed motor models.
 Frequency dependence of model resistance is neglected.
 Transformer magnetizing branch effects are neglected.
 Transformer winding losses increase as a function of frequency is also neglected.
 The generator shown in Fig. (3) is 60Hz diesel type.
The source of harmonics is the Adjustable Speed Drive (ASD) connected to bus 29.
This test system is simu lated in [15] using the MATLAB-Simu lin k program as shown in Fig. 4 and the PCC is chosen to be at the secondary side of the transformer T5 (bus 29). The voltage and current waveforms at this bus are monitored and the THD is measured to protect the linear load (LL) connected to bus 29 fro m harmonics generated by the harmonic generating load (HL) connected to the same bus and also to reduce the harmonic d istortion at all buses of the system according to the limits specified by the IEEE 519-1992 [13] . The harmonic generating load connected to bus 49 in the origina l system is replaced here by an equivalent linear load. It was found that the harmonic source at bus 49 has a very s mall effect on the voltage and current waveform at bus29.
This small effect because Bus 29 is not on the direction of the current harmonics flow fro m the supply to bus 49. The ASD used as a harmonic source consists of set of 22 kW three phase induction motors connected in parallel and each of them is served by 22 kW pulse width modulated (PWM) inverter. The ASD is modeled by a harmonic current source. Each harmonic component is modeled by a current source with a frequency mu ltiple integer of the fundamental frequency. The magnitude and phase angle of the harmonic co mponent are re lated to the fundamental current [16] .
V. Performance Evaluation of the Proposed PSOPI Controller
The Multi-loop feedback controller parameters presented here in table (1) have been used with the particle swarm optimizat ion technique for the estimation of the PI-controller gains.
The obtained values of the PI gains using PSO technique are:
The obtained gains used with the new proposed PIcontroller filter replacing the two proportional controls presented in [last paper] and also using the per unit values of the reference voltage and currents instead of the physical quantities in the reference and feedback loops. In the study case # 1, for example, motor loads of 800 kW and 1200 kW are connected, respectively, to buses 29 and 11 and a linear load of (700 kW+ 200 kVA r) is also connected to bus 29. The ASDs supplying the 800 kW and 1200 kW motor loads are run, respectively, at 75% and 50% of their nominal capacities.
The study cases in table (1) are chosen to get the maximu m possibility for harmonic current circulat ion. The cases could be divided according to the number, location and loading level of harmonic loads into three main categories as follows:
1-A single ASD, with different ASD and motor loading levels, is connected to some different system buses, one at time, in the study cases # 4, 5, 6, 8, 9 and 16.
2-Two ASDs are simu ltaneously connected to two different buses in the study cases # 1, 10,11, 12 and 13.
3-Three ASDs are Simu ltaneously connected to three different busses in the study cases # 2, 3, 7, 14, 17, and 18.
Applying the ML-ANN on the Test System
In this stage, two independent ML-ANNs with shift method are used to estimate the fundamental frequency voltage and current co mponents for the industrial distribution system. 
VI. Simulation Results
The performance of the proposed PSOPI control scheme is examined fo r harmonics control application throughout the 13-bus industrial distribution test system described in details in section IV. The control scheme is tested for 12 cases (cases 7 to 18) since the first 6 cases are used for training the multilayer neural network.
The voltage and current waveforms are mon itored at each case, and the current total harmonic distortions at buses 51, 29 and 11 are measured when using the mu ltiloop feedback control scheme with PI-controller based on PSO technique.
Detection of Voltage THD at All Buses
The voltage total harmonic d istortion at all the system buses is measured to indicate the effect of the proposed PSO-based filter. Tables (3 & 4) present the THDv% at all system buses for the different cases after the connection of the ML-PI/PSO filter at bus 29.
Looking at the obtained results, it is found that the THDv% at bus 29 is varying fro m case to case according to harmonic source rating and location in the system. The THDv% reaches in so me cases 8.837% as in case 18, wh ich could be seen as the worst case from point of view of the THDv% at bus 29. While in other case the THDv% may reach a very s mall value (0.952%) as in case 16. 
Detection of Current THD in Lines Feeding Buses 51, 11 &29
Tables 5 and 6 present the THDi% found in currents fed to buses 51, 11 and 29 for the 12 study cases after connecting the PSO-based PI filter at bus 29. The THDi% of harmon ic currents circulated in the LL at bus 29 is also given in the same tables. It is found that the THDi% is vary ing fro m case to another, according to harmonic source rating, and fro m one bus to another, according to the location of the bus in the system. 
Comparison of the PSO-based PI Controller and the Two Proportional Controller
Cases #16 and #18 are selected to compare the effectiveness of the two APF controller schemes on harmonics on the 13 bus industrial distribution system. In each case the voltage and current waveforms at bus 29 and the current drawn by the linear load bus 29:LL are monitored. Also at each case the THDv% at all system buses with the PSOPI filter and with the DPC filter [9] are co mpared. The same co mparison is done for THDi% at bus 51, 11, 29 and bus 29:LL.
Case 16
Fig. 7 p resents the simu lation voltage and current waveforms for the mult i-loop feedback control system with the PSOPI filter at bus 29 when applied to the test system for case16. and 29:LL with the PSOPI filter and with the DPC filter when applied to the test system case18. 
VII. Analysis of the Results
The results obtained for the PSOPI controller in tables (3 & 4) for the THDv% are co mpared with those obtained under the DPC [9] at bus 29 and with 5% allo wable limit set by the IEEE 519-1992 [13] , and the comparison are shown in table (7) . The following comments are reached:
 Applying PSOPI controller improves 92.4% of THDv% of the measred cases at all the system buses, while it imp roves all the average THDv% at system buses.
 Applying the PSOPI filter improves and decrease the THDv% at bus 29 in all cases except cases 13 & 15.
 The THDv% at bus 29, wh ich is directly connected to the proposed PSOPI filter reaches 8.83 in the study case #18 (the highest THDv% in the measured 12 study cases) while it was 9.473 with the TPC filter and 17.77 without filter.
 The THDv% exceeds the allowable 5% limit by connecting PSOPI to bus 29 for 30.1% of the measurements, while it exceeds by 32.05% with DPC.
The results obtained for the PSOPI controller in tables (5 & 6) for the THDv% are co mpared with those obtained under the DPC at bus 29 and with 5% allo wable limit set by the IEEE 519-1992 for low voltage systems in wh ich the short-circuit current lies between 20: 50 times the load currents, and the comparison are shown in table (8) . The following comments are reached:
 The THDi% of the linear load (bus 29:LL), which is connected in parallel with the harmonic load, with PSOPI controller filter is less than the allowable limit in all the 12 study cases, while without filter it exceeds the limit in 7 cases.
 Current total harmonic distorion (THDi%) for bus 29 & bus 29:LL are imp roved due to the connection of the PSOPI control scheme than with DPC in all cases except with case #15 at bus 29:LL.
 The THDi% at bus 29 with PSOPI filter do not exceed the 5% allowab le limit in all cases, while with DPC filter exceed the limit in five cases (cases #8, #10, #13, #16, and #18).
 Average percentage improvement for the PSOPI filter over the DPC filter for the THDi% at bus 29 reaches 13.7% while for the THDi% at linear load connected to bus 29:LL reaches 6.1%.
 The THDi% at bus 29:LL with PSOPI filter reaches 3.048% and 2.82% in the study cases #14 and #15 respectivily, wh ich are the worest two cases and less than 2% in the other 10 cases.
 The THDi% reaches 3.7% at bus 29 in case #18, which could be seen as the worst case at this bus. However, it should be noticed that the THDi% at this bus was 7.52% befor adding the PSOPI filter.
VIII. Conclusions
In this paper, a new APF scheme depends on PSOPI controller, which uses two independent multilayer ANNs with shift method to estimate the fundamental voltage and current components for distribution network is introduced. The feedback signals in this paper are the per-unit values of the voltage and current with an inner inductor voltage feedback loop and an outer current feedback loop for current co mpensation. The proposed filter is tested and compared with the DPC on a 13 bus industrial distribution system and the results can summarized in the following points:
 Applying PSOPI controller improves 92.4% of THDv% of the measred cases at all the system buses, while it imp roves all the average THDv% at system buseswith respect to DPC.
 The THDi% of the linear load (bus 29:LL), which is connected in parallel with the harmonic load, with PSOPI controller filter is less than the allowable limit in all the 12 study cases, while without filter it exceeds the limit in 7 cases. 
